Abstract: This paper presents numerical and experimental analyses aimed at evaluating the technical and economic feasibility of photovoltaic/thermal (PVT) collectors. An experimental setup was purposely designed and constructed in order to compare the electrical performance of a PVT solar field with the one achieved by an identical solar field consisting of conventional photovoltaic (PV) panels. The experimental analysis also aims at evaluating the potential advantages of PVT vs. PV in terms of enhancement of electrical efficiency and thermal energy production. The installed experimental set-up includes four flat polycrystalline silicon PV panels and four flat unglazed polycrystalline silicon PVT collectors. The total electrical power and area of the solar field are 2 kWe and 13 m 2 , respectively. The experimental set-up is currently installed at the company AV Project Ltd., located in Avellino (Italy). This study also analyzes the system from a numerical point of view, including a thermo-economic dynamic simulation model for the design and the assessment of energy performance and economic profitability of the solar systems consisting of glazed PVT and PV collectors. The experimental setup was modelled and partly simulated in TRNSYS environment. The simulation model was useful to analyze efficiencies and temperatures reached by such solar technologies, by taking into account the reference technology of PVTs (consisting of glazed collectors) as well as to compare the numerical data obtained by dynamic simulations with the gathered experimental results for the PV technology. The numerical analysis shows that the PVT global efficiency is about 26%. Conversely, from the experimental point of view, the average thermal efficiency of PVT collectors is around 13% and the electrical efficiencies of both technologies are almost coincident and equal to 15%.
Introduction
In the last years particular attention has been paid to the development of economically viable solar thermal and electrical systems, with the twofold aim at improving power density and reducing system capital costs. As well known, for a long time the massive development of solar technologies has been limited by their poor economic profitability due to the high system capital costs.
Nevertheless, the recent remarkable decrease of capital costs of solar thermal collectors (SC) and photovoltaic (PV) panels and the simultaneous increase of sustainable energy policies, adopted by the majority of governments worldwide, are promoting more and more the uptake of small-scale solar systems. Among European Union countries, one of the goals of the established energy policies is to achieve a widespread adoption of small SC and PV systems, in order to enhance the utilization of renewable energy sources [1, 2] .
In this framework, photovoltaic/thermal (PVT) collectors are particularly promising due to their combination of conventional PV and SC collectors in a single component [3, 4] . PVT collectors are typically manufactured by using a conventional thermal collector whose absorber is covered with a suitable PV layer. The thermal energy is distributed to a fluid, typically air [5] or water [6] [7] [8] , whereas the PV layer produces electricity [3, 4] . The overall result of this technology is a simultaneous production of electricity and heat [9] , with a reduction of the PV modules' electrical efficiency losses.
In fact, the electrical efficiency of a PVT collector may be even higher than that of a conventional PV panel given moderate PVT operating temperature increases [3, 4, 10] . In order to study the effect of the operating temperature on the electrical and thermal efficiencies, numerous numerical and experimental works on this topic were carried out in the last years [11] [12] [13] . Kalogirou and Tripanagnostopoulos [14] carried out a numerical simulation analysis of the energy performance of two PVT collector models (one made from polycrystalline silicon, pc-Si, and another with amorphous silicon, a-Si) for three locations at different latitudes (Nicosia, Athens and Madison). The obtained results (also tested experimentally) showed that although a PV system produces about 38% more electrical energy, the studied PVT system also covers, depending on the location, a large percentage of the hot water needs. Aste et al. [6] designed an experimental innovative water glazed PVT component, consisting of a thin film PV technology and a roll-bond flat plate absorber, and developed a mathematical model for the prediction of the electrical and thermal outputs. Through such a model, validated by means of the obtained experimental data, the daily mean electrical efficiency of the PVT resulted to be about 6.0%, whereas the PV module showed a daily average efficiency of 6.2%. The PVT collector also produced thermal energy, with a daily efficiency of 25.8%. Touafek et al. [15] modelled and simulated a novel design of a PVT collector including an absorber plate integrated with sheet galvanized steel. The advantages of this collector with respect to other configurations are better heat absorption and lower production cost. The simulation model allows assessing the temperatures levels of such layers and the effect of some parameters on the electrical and thermal performances. The authors also compared the prototype collector's performance with that of existing configurations. Fan et al. [16] reported the results of a 10 months experimental analysis of a 900 Wp liquid type glazed mc-Si PVT system, developed in Singapore. The analysis carried out on the operational data showed that the PVT system is capable of achieving 41.1% of the average monthly conversion efficiency. Dry and wet stagnation tests were also performed, showing that the maximum temperature of the water under dry and wet stagnation conditions was 64˝C and 65˝C, respectively. Herrando and Markides [17] developed a numerical model of a water cooled PVT collector in order to estimate the year-long techno-economic performance of the system for a typical house in London, UK. The results showed that for the simulated low solar irradiance levels and low ambient temperatures, a higher coverage of total household energy demands and higher CO 2 emission savings can be achieved through the complete coverage of the solar collector with PV and a relatively low collector cooling flow-rate. They concluded that hybrid PVT systems offer a notably improved proposition over PV-only systems [18] . Guo et al. [19] reported the results obtained through a simulation model of a novel tri-functional PVT collector, validated by means of experimental data. The investigated collector operates in PV/water-heating and PV/air-heating modes, as a function of the energy demands. The authors highlighted the good consistency between simulation and experimental results, showing also that the tri-functional PVT collector is more efficient than a disjointed configuration of a PVT water and air collector. In addition, the authors also investigated the collector performance under different flow rates, wind speeds, inlet air temperatures, initial water temperatures, as well as the annual thermal efficiencies of such collector in three different climates in China (38.5%, 38.9%, and 40.1% in Hefei, Beijing, and Xining, respectively). Sardarabadi et al. [20] experimentally investigated the effects of adding nanofluids (SiO 2 /pure water, 1 wt % and 3 wt %) as a coolant flowing through the flat plate PVT collector from both energetic and exergetic points of view. Daily experiments were performed for the PVT system, tilted by 32˝and under constant mass flow rates. The results showed that silica/water nanofluid suspension significantly enhanced the energetic and exergetic performances of the system, showing an increase of overall energy efficiency by up to 7.9% and of total exergy by up to 24.31%. As mentioned before, a number of papers available in the literature have investigated several PVT collectors from both numerical and experimental points of view. However, only a few papers couple experimental analyses with 1-year simulation models of the system. In addition, none of the investigated papers present an integrated approach aiming at comparing PVT vs. PV technologies, from both numerical and experimental points of view.
In this framework, this paper aims to cover this lack of knowledge, reporting numerical and experimental studies where a PVT solar field is compared, from both energetic and economic points of views, with a PV field (identical PV modules and different PVT collectors are simulated/experimented). Note that simulations and experiments were carried out by taking into account the same PV types, whereas different PVT technologies were considered. Specifically, the experimented PVTs collectors are unglazed types, consisting of the same PV models in combination with water heat extraction units. Differently, in order to evaluate the performance of the novel generation of PVTs, represented by glazed devices, an additional comparison with the PVs was carried out by means of dynamic simulations. In fact, this paper presents the design of an experimental set-up, consisting of PVT collectors and PV panels, as well as the results obtained through the thermo-economic dynamic simulation model, developed for the analysis and comparison of energy performance, are discussed. In particular, the experimental set-up, installed at the company AV Project Ltd., located in Avellino (Italy), consists of four flat polycrystalline silicon PV panels and four flat polycrystalline silicon PVT collectors (named Janus). The designed experimental set-up allows gathering the systems electrical and thermal efficiencies as well as the temperatures reached by both solar technologies (PV and PVT), in order to determine: (i) the technology showing the higher performance; (ii) validate the dynamic simulation model by comparing the obtained results with experimental ones.
Numerical Model

System Layout
The modelled system was developed in order to dynamically simulate the energy performance of an experimental set-up consisting of four glazed flat-plate solar PVT collectors and four polycrystalline silicon PV panels for the production of domestic hot water and electricity. The set-up also includes a water stratified vertical storage tank, with an internal heat exchanger. The simulation system layout, based on the experimental set-up, is depicted in Figure 1 and includes three main system loops: ‚ SCF: Solar Collector Fluid loop, related to the water flowing between the solar field and the storage tank through the HE1, supplied by a water constant speed pump, P1; ‚ DHW: Domestic Hot Water loop, related to the outlet water from storage tank TK and supplied directly to the users or mixed through a tee piece (TP), with tap water to the DHW set point temperature;
‚ TW: Tap Water loop, related to the grid water supplied by temperature controlled liquid flow diverter (FD) to storage tank or to tee piece.
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Numerical Model
System Layout
The modelled system was developed in order to dynamically simulate the energy performance of an experimental set-up consisting of four glazed flat-plate solar PVT collectors and four polycrystalline silicon PV panels for the production of domestic hot water and electricity. The set-up also includes a water stratified vertical storage tank, with an internal heat exchanger. The simulation system layout, based on the experimental set-up, is depicted in Figure 1 and includes three main system loops:
• SCF: Solar Collector Fluid loop, related to the water flowing between the solar field and the storage tank through the HE1, supplied by a water constant speed pump, P1; • DHW: Domestic Hot Water loop, related to the outlet water from storage tank TK and supplied directly to the users or mixed through a tee piece (TP), with tap water to the DHW set point temperature; • TW: Tap Water loop, related to the grid water supplied by temperature controlled liquid flow diverter (FD) to storage tank or to tee piece. The operating principle of the system under investigation and the related control strategies can be summarized as follows: PVT collectors are managed by a controller operating on the P1. This The operating principle of the system under investigation and the related control strategies can be summarized as follows: PVT collectors are managed by a controller operating on the P1. This controller receives temperature readings from the outlet of HE1 (i.e., solar collector inlet temperature) and the outlet pipe of the solar collector loop. Hot water (produced by the solar loop) supplies heat to the TK by HE1. The controller stops the pump P1 if the solar collector outlet temperature is lower than the inlet one, in order to avoid any heat dissipation and if the incident total radiation is lower than 10 W/m 2 . Another controller manages the activation of the temperature controlled liquid flow diverter for the tap water inlet in the system. In particular, the controller receives temperature measurements from the top of TK and the set point temperature for DHW (TTK topSET ) and produces the ON signal (i.e., activation of temperature controlled liquid flow diverter) if the TK top temperature is higher than TTK topSET + 3˝C or lower than TTK topSET´3˝C . Obviously, tap water flows enters the system if DHW is required. By means of the temperature controlled liquid flow diverter, tap water is supplied directly to the TK if the TK top temperature is lower than TTK topSET , whilst it is mixed with outlet hot water from the TK by the tee piece, TP. This prevents too high DHW temperatures. Then, outlet mixed water from TP or outlet hot water from TK can be used by the home occupants for DHW purposes.
Simulation Model
In order to compare the obtained numerical data (e.g., electrical, thermal efficiency, temperatures reached by both solar technologies) with measurements, the developed simulation model was dynamically simulated by means of the software TRNSYS. It includes a library of built-in components (e.g., pumps, mixers, diverters, valves, controllers, auxiliary heater, heat exchanger, etc.) often based on experimental data [21] . For a detailed description of the main utilized components models, see the TRNSYS references related to Type 3b for the constant speed pump P1, Type 11 for the temperature controlled liquid flow diverter and the tee piece [21] . The TRNSYS built-in Type 340 stratified fluid storage tank, with four optional internal heat exchangers and ten connections (double ports), for direct charge and discharge of the tank, is adopted. In particular, in this model, one double port and one heat exchanger are adopted: the double port of TK is supplied by tap water for producing DHW; heat exchanger HE1 charges the TK with the heat produced by PVT collectors. This methodology has been successfully adopted to perform dynamic analyses of several solar systems [22, 23] . In this section, only a brief description of the most significant models, Type 94 for the PV panels, Type 50 for the PVT collectors, is provided. The design and operating parameter assumptions for the PVT collectors, PV panels and storage tank are listed in Table 1 . In order to simulate the polycrystalline PV panels, the so-called "four parameter" model of Type 94 is used [24] [25] [26] . It assumes that the slope of the IV curve is zero at the short-circuit condition, see Equation (1):ˆd
The four parameters included in the model are: (i) I L,ref (module photocurrent at reference conditions); (ii) I 0,ref (diode reverse saturation current at reference conditions); (iii) γ (empirical PV curve-fitting parameter); (iv) R s (module series resistance). Type 94 calculates these values from manufacturers' data in order to generate an IV curve at each time step.
The current-voltage equation of circuit is shown in Equation (2):
The reference insolation G T,ref is nearly always defined as 1000 W/m 2 . The diode reverse saturation current I 0 is a temperature dependent quantity, calculated as in Equation (3):
Once I 0 is obtained, the Newton's method is employed to calculate the PV current. In addition, an iterative search routine finds the current (I mp ) and voltage (V mp ) at the point of maximum power along the IV curve. Calculation algorithms used to solve the four equivalent circuit characteristics are discussed in the following. By substituting the current and voltage into Equation (2) at the open-circuit, short circuit, and maximum power conditions and then by considering some rearrangement yields the following three Equations (4) and (5) 
5)
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At this point, a fourth equation, Equation (7), derived by taking the analytical derivative of voltage with respect to temperature at the reference open-circuit condition, is needed in order to determine the last unknown parameter:
This analytical value is matched to the open circuit temperature coefficient (manufactures' specification). Finally, an iterative search routine is followed to calculate the equivalent circuit characteristics [21] .
PVT Collectors
In order to model the glazed PVT collectors, the Type 50 is used [21] . In TRNSYS, the PVT model was obtained by coupling a PV module to the standard flat-plate solar collector, modeled by Type 1. It simulates a combined collector and incorporates both the analysis and work of Florschuetz [27] for flat plate collectors operated at peak power, and the analysis of Evans et al. [28] , for concentrating combined collectors. The latter analysis makes use of the I-V curves of the cells (or array) in solving for peak power or for current output at some imposed voltage. In this analysis for calculating the thermal losses of collectors, constant loss coefficient (U L ) and transmission coefficient (τ) are used. Note that the model implemented in Type 50 is based on an extension of the Hottel-Whillier model for the analysis of combined photovoltaic/thermal flat plate collectors (actually there is no official standard testing for PVT collectors [29] ). The characteristics of such method are the collector fin efficiency factor, F', and the overall transmittance-absorptance product, τα, whose parameters are reported in Table 1 .
Economic Model
A detailed economic model was also developed in order to assess the economic profitability of the systems (PVT system and PV system) under investigation. The economic savings achieved by the proposed systems were assessed by comparing the systems' capital and operating costs to those of a so-called reference system, (RS). In the considered reference system it was assumed that DHW and electricity are provided by the gas boiler (GB) and the national grid, respectively. The proposed systems yearly savings, ∆C PV and ∆C PVT , are reported in terms of operating costs, compared to those of the reference configuration, RS, and the maintenance cost, estimated as 2% of total capital cost. The yearly savings are calculated in Equations (8) and (9):
where: E PVT,el and E PV,el (kWh/year) are the useful electricity produced by the PVT and PV, respectively; E DHW,th (kWh/year) is the energy consumption of the gas boiler for producing DHW; η GB is the thermal efficiency of the gas boiler; c el is the electricity cost (€/kWh); LCV is lower calorific value of natural gas (kWh/Sm 3 ); c NG is the thermal energy cost, assessed in terms of natural gas one (€/Sm 3 ); M is maintenance cost (€/year). The total capital costs (considering installation costs) of the proposed systems include, respectively, the PVT solar field, pump, tank and connection pipes for PVT system (C tot,PVT ) and PV panels for PV system (C tot,PV ). The specific cost per m 2 of PVT collectors and PV panels was estimated in 769 and 366 €/m 2 , respectively, from the manufacturer catalog data of the AV Project Ltd. company (Avellino, Italy) [24] . The costs of plant sensors (flowmeters, pyranometer, thermoresistances, thermocouples, power optimizer and monitoring system) is not included. All component costs are listed in Table 2 . The economic profitability analysis for both systems also includes the assessment of the Simple Pay Back period, (SPB PVT , SPB PV in Equation (10)), the Net Present Value (NPV PVT , NPV PV in Equation (11)), and the Profit Index (PI PVT , PI PV in Equation (12)) also by considering possible public funding in terms of capital cost contribution. Such assumption is compliant with the Italian legislation [25] , which expects for the installation of solar collectors or PV panel a public funding equal to 50% of total capital cost:
Experimental Set-Up
The main components of the experimental set-up, shown in Figure 2 , are:
‚ flat polycrystalline silicon PV panels, for the production of electricity; ‚ flat polycrystalline silicon unglazed PVT solar collectors (called Janus), for the production of electricity and thermal energy ( Figure 3 ). Basically, a Janus collector is made by an aluminium plate integrated with a conventional PV panel by a thin butyl layer. A particular solution of water + glycol was selected in order to avoid corrosion and freezing risk. The design features of Janus collectors are reported in Table 3 .
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The costs of plant sensors (flowmeters, pyranometer, thermoresistances, thermocouples, power optimizer and monitoring system) is not included. All component costs are listed in Table 2 . The economic profitability analysis for both systems also includes the assessment of the Simple Pay Back period, (SPBPVT, SPBPV in Equation (10)), the Net Present Value (NPVPVT, NPVPV in Equation (11)), and the Profit Index (PIPVT, PIPV in Equation (12)) also by considering possible public funding in terms of capital cost contribution. Such assumption is compliant with the Italian legislation [25] , which expects for the installation of solar collectors or PV panel a public funding equal to 50% of total capital cost:
• flat polycrystalline silicon PV panels, for the production of electricity; • flat polycrystalline silicon unglazed PVT solar collectors (called Janus), for the production of electricity and thermal energy ( Figure 3 ). Basically, a Janus collector is made by an aluminium plate integrated with a conventional PV panel by a thin butyl layer. A particular solution of water + glycol was selected in order to avoid corrosion and freezing risk. The design features of Janus collectors are reported in Table 3 . The total electrical power of the solar field, consisting of four PV panels and four PVT solar collectors, is 2 kWp (250 Wp per module). Other components are:
• heat storage tank, (BSV ELBI vitrified tank, capacity: 200 L; maximum operating pressure: 1 MPa; operating maximum temperature: 95 °C, Figure 2 ). It includes: (i) an internal fixed one-pipe heat exchanger (surface area: 0.7 m 2 ; capacity: 5 L; maximum operating pressure: 1.2 MPa; maximum operating temperature: 110 °C) used to exchange heat with the water tank, by means of the outlet hot water supplied by the Janus collectors; (ii) an internal optional electrical resistance (with thermostat, 2 kW) for eventually heat up the water tank to the set point temperature; • connecting pipes, (multilayer pipes, inner diameter 15 mm; outer diameter: 20 mm), for connecting the collectors to the coil of the storage tank; • water pump, (WILO Yonos model) for the circulation of the fluid from the internal heat exchanger of heat storage tank to inlet solar collectors. In order to meet the total loss of pressure, carefully calculated (about 3.30 m of distributed and concentrated losses of pressure, due to the fluid circulation through the collectors and the internal heat exchanger of the storage tank) the WILO Yonos PARA ST 7.0 PWM2 pump was selected. Design features of WILO Yonos pump are reported in Table 3 . The total electrical power of the solar field, consisting of four PV panels and four PVT solar collectors, is 2 kWp (250 Wp per module). Other components are: ‚ heat storage tank, (BSV ELBI vitrified tank, capacity: 200 L; maximum operating pressure: 1 MPa; operating maximum temperature: 95˝C, Figure 2 ). It includes: (i) an internal fixed one-pipe heat exchanger (surface area: 0.7 m 2 ; capacity: 5 L; maximum operating pressure: 1.2 MPa; maximum operating temperature: 110˝C) used to exchange heat with the water tank, by means of the outlet hot water supplied by the Janus collectors; (ii) an internal optional electrical resistance (with thermostat, 2 kW) for eventually heat up the water tank to the set point temperature;
‚ connecting pipes, (multilayer pipes, inner diameter 15 mm; outer diameter: 20 mm), for connecting the collectors to the coil of the storage tank; ‚ water pump, (WILO Yonos model) for the circulation of the fluid from the internal heat exchanger of heat storage tank to inlet solar collectors. In order to meet the total loss of pressure, carefully calculated (about 3.30 m of distributed and concentrated losses of pressure, due to the fluid circulation through the collectors and the internal heat exchanger of the storage tank) the WILO Yonos PARA ST 7.0 PWM2 pump was selected. Design features of WILO Yonos pump are reported in Table 3 . In order to store and process the gathered data by measurements instruments, a Multicon Simex CMC14 data logger, capable to simultaneously measure and control several system parameters, was selected (Figure 4a ). In order to store and process the gathered data by measurements instruments, a Multicon Simex CMC14 data logger, capable to simultaneously measure and control several system parameters, was selected (Figure 4a ). Finally, such experimental set-up also includes a SolarEdge system (Figure 4b ) that provides highly efficient single-phase inverters, power optimizers, for maximizing the energy production from each PV module, and a system for monitoring in real time the panel performance. The whole system layout is shown in Figure 5 . A further important experiment for obtaining the PVT collectors' and PV panels' operating temperatures was carried out by means of an infrared camera (FLIR T335. Range: −20 to +650 °C, accuracy: ±2%, IR resolution: 320 × 240 pixels). The camera allows measuring the temperature of each point of the image, consisting of a matrix of pixels. The colour of each pixel suitably represents a temperature measurement. The technical features of the set of meters are summarized in Table 4 . Finally, such experimental set-up also includes a SolarEdge system (Figure 4b ) that provides highly efficient single-phase inverters, power optimizers, for maximizing the energy production from each PV module, and a system for monitoring in real time the panel performance. The whole system layout is shown in Figure 5 . A further important experiment for obtaining the PVT collectors' and PV panels' operating temperatures was carried out by means of an infrared camera (FLIR T335. Range: 20 to +650˝C, accuracy:˘2%, IR resolution: 320ˆ240 pixels). The camera allows measuring the temperature of each point of the image, consisting of a matrix of pixels. The colour of each pixel suitably represents a temperature measurement. The technical features of the set of meters are summarized in Table 4 . In order to store and process the gathered data by measurements instruments, a Multicon Simex CMC14 data logger, capable to simultaneously measure and control several system parameters, was selected (Figure 4a ). Finally, such experimental set-up also includes a SolarEdge system (Figure 4b ) that provides highly efficient single-phase inverters, power optimizers, for maximizing the energy production from each PV module, and a system for monitoring in real time the panel performance. The whole system layout is shown in Figure 5 . A further important experiment for obtaining the PVT collectors' and PV panels' operating temperatures was carried out by means of an infrared camera (FLIR T335. Range: −20 to +650 °C, accuracy: ±2%, IR resolution: 320 × 240 pixels). The camera allows measuring the temperature of each point of the image, consisting of a matrix of pixels. The colour of each pixel suitably represents a temperature measurement. The technical features of the set of meters are summarized in Table 4 . 
Numerical and Experimental Results
As mentioned before, the final aim of this paper is to compare the newer PVT technology, consisting of glazed collectors, with the more traditional PV panels. In particular, two types of analyses were carried out: a numerical one, based on a 1-year dynamic simulation of the two systems under investigation, and an experimental one, aimed at comparing the real performance of PVs and PVTs collectors, consisting of the same PV models in combination with water heat extraction units. In both cases, the obtained results are analysed from energetic and economical points of views. It is worth noting that the two approaches are strictly related since the input parameters of the numerical models are those of to the experimental set-up under investigation. The following sections first report the results of the numerical analyses and subsequently the experimental test ones.
Numerical Results
Yearly Analysis
A discussion about the obtained experimental and simulation results is reported in this section. The electrical energy produced by the PV panels, Eel PV, equal to 1778 kWh/year, is greater than that, Eel PVT, produced by the PVT collectors, which also provide thermal energy used for DHW purposes. The electrical efficiency of PV panels reaches about 18%, whereas that of PVT collectors is about 12% (Table 5 ). This remarkable difference is due to the fact that the average PVT operating temperature is higher than the PV one, causing such a remarkable decrease of the electrical efficiency. In fact, PVT collectors are forced to operate to higher temperatures compared to PV ones (especially in winter and in middle seasons) in order to supply the required DHW. On the other hand, the global efficiency of PVT collectors, as the sum of their electrical and thermal efficiencies, is equal to about 26%. In other words, the reduction in thermal efficiency is counterbalanced by the PVT thermal production. The total capital cost of the proposed PVT system (including PVT collectors, tank, pump and connection pipes) is 5575 €; the total capital cost of the proposed PV system (including PV panels) is 2380 €. The economic savings due to the electricity production by PV panels is about 296 €/year, whereas the economic saving due to the electricity and thermal energy production by PVT collectors is about 650 €/year (Table 6 ). Without the capital cost contribution (assumed in this analysis equal to 50% of total capital cost), the SPB, 8 and 7 years for PVT and PV system, respectively, are similar. Obviously, when the capital cost contribution is taken into account, the SPB decreases to about 4 years. Therefore, the economic profitability of both systems is better. In Table 6 the economic results regarding the case of capital cost contribution are shown. 
Weekly Analysis
The electrical power produced by PV panels, Eel PV, the thermal and electrical power produced PVT collectors, Eth PVT and Eel PVT, the global incident solar radiation, G, are shown on a weekly basis in Figure 6 . By following the incident solar radiation, similar trends for the electricity and thermal production can be obtained. During summer, Eel PV is much higher than Eel PVT, whereas during winter this difference decreases. In addition, the production of thermal energy (Eth PVT) is comparable to the electrical ones produced by PVT and PV. PVT thermal production. The total capital cost of the proposed PVT system (including PVT collectors, tank, pump and connection pipes) is 5575 €; the total capital cost of the proposed PV system (including PV panels) is 2380 €. The economic savings due to the electricity production by PV panels is about 296 €/year, whereas the economic saving due to the electricity and thermal energy production by PVT collectors is about 650 €/year (Table 7) . Without the capital cost contribution (assumed in this analysis equal to 50% of total capital cost), the SPB, 8 and 7 years for PVT and PV system, respectively, are similar. Obviously, when the capital cost contribution is taken into account, the SPB decreases to about 4 years. Therefore, the economic profitability of both systems is better. In Table 6 the economic results regarding the case of capital cost contribution are shown. 
The electrical power produced by PV panels, Eel PV, the thermal and electrical power produced PVT collectors, Eth PVT and Eel PVT, the global incident solar radiation, G, are shown on a weekly basis in Figure 6 . By following the incident solar radiation, similar trends for the electricity and thermal production can be obtained. During summer, Eel PV is much higher than Eel PVT, whereas during winter this difference decreases. In addition, the production of thermal energy (Eth PVT) is comparable to the electrical ones produced by PVT and PV. 
Daily Analysis
For the investigated system, Figure 7 shows, for a typical summer day (28 July), the thermal, Pth PVT, and power production, Pel PV and Pel PVT, on the left vertical axis, and the related efficiencies, ηel PV (i.e., PV panels), ηth PVT and ηel PVT (PVT collectors), on the right one. In the same figure, the global solar radiation, G, is also depicted for suitable evaluation of the electrical and thermal efficiencies with respect to solar radiation. 
For the investigated system, Figure 7 shows, for a typical summer day (28 July), the thermal, Pth PVT, and power production, Pel PV and Pel PVT, on the left vertical axis, and the related efficiencies, ηel PV (i.e., PV panels), ηth PVT and ηel PVT (PVT collectors), on the right one. In the same figure, the global solar radiation, G, is also depicted for suitable evaluation of the electrical and thermal efficiencies with respect to solar radiation. When global solar radiation hits the solar panels and collectors, between 5:00 a.m. and 6:00 p.m., the trend of PV and PVT electrical efficiencies is almost constant, equal to 19% and 12%, respectively. Such efficiencies slightly decrease (e.g., during the central hours of the day) due to the increase of the solar cells temperatures caused by the peak of solar radiation and outdoor temperature. On the other hand, according to the solar radiation trend, higher electrical and thermal productions are obtained. The PVT thermal efficiency reaches the maximum value equal to 26%, between 10:00 and 11:00 a.m. In this time horizon, the peaks of electricity productions are also obtained, equal to 0.7 kW for the PVT and to 1.1 kW for the PV panels.
Finally, Figure 8 shows the PVT outlet and inlet fluid temperature and PV operating temperature during a summer sample day. Here, it is clearly shown that, during summer, the PVT outlet fluid temperatures reach 40 °C, whereas during winter operation (not shown for sake of brevity), they reach about 25 °C. For this reason, PVT collectors act only as a DHW water preheating and, as a consequence, the electric resistance inside the tank provides the auxiliary thermal energy necessary to reach the set point temperature for DHW. Note that PV operating temperature, T,PV, is very high, reaching almost 53 °C, whereas the operating temperature of the PV cells of the PVT collectors cannot be plotted, being not recorded within the TRNSYS type. 
Experimental Results
Thermographic Analysis
By means of the infrared camera, the PV and PVT panels temperatures were measured. Figure 9 shows the PV (Figure 9a ) and PVT (Figure 9b ) panels temperatures measured on a typical summer day. As it is possible to observe, the PV module reaches the maximum temperature of approximately When global solar radiation hits the solar panels and collectors, between 5:00 a.m. and 6:00 p.m., the trend of PV and PVT electrical efficiencies is almost constant, equal to 19% and 12%, respectively. Such efficiencies slightly decrease (e.g., during the central hours of the day) due to the increase of the solar cells temperatures caused by the peak of solar radiation and outdoor temperature. On the other hand, according to the solar radiation trend, higher electrical and thermal productions are obtained. The PVT thermal efficiency reaches the maximum value equal to 26%, between 10:00 and 11:00 a.m. In this time horizon, the peaks of electricity productions are also obtained, equal to 0.7 kW for the PVT and to 1.1 kW for the PV panels.
Finally, Figure 8 shows the PVT outlet and inlet fluid temperature and PV operating temperature during a summer sample day. Here, it is clearly shown that, during summer, the PVT outlet fluid temperatures reach 40˝C, whereas during winter operation (not shown for sake of brevity), they reach about 25˝C. For this reason, PVT collectors act only as a DHW water preheating and, as a consequence, the electric resistance inside the tank provides the auxiliary thermal energy necessary to reach the set point temperature for DHW. Note that PV operating temperature, T,PV, is very high, reaching almost 53˝C, whereas the operating temperature of the PV cells of the PVT collectors cannot be plotted, being not recorded within the TRNSYS type. When global solar radiation hits the solar panels and collectors, between 5:00 a.m. and 6:00 p.m., the trend of PV and PVT electrical efficiencies is almost constant, equal to 19% and 12%, respectively. Such efficiencies slightly decrease (e.g., during the central hours of the day) due to the increase of the solar cells temperatures caused by the peak of solar radiation and outdoor temperature. On the other hand, according to the solar radiation trend, higher electrical and thermal productions are obtained. The PVT thermal efficiency reaches the maximum value equal to 26%, between 10:00 and 11:00 a.m. In this time horizon, the peaks of electricity productions are also obtained, equal to 0.7 kW for the PVT and to 1.1 kW for the PV panels.
Experimental Results
Thermographic Analysis
By means of the infrared camera, the PV and PVT panels temperatures were measured. Figure 9 shows the PV (Figure 9a ) and PVT (Figure 9b ) panels temperatures measured on a typical summer day. As it is possible to observe, the PV module reaches the maximum temperature of approximately 
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By means of the infrared camera, the PV and PVT panels temperatures were measured. Figure 9 shows the PV (Figure 9a ) and PVT (Figure 9b ) panels temperatures measured on a typical summer day.
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As it is possible to observe, the PV module reaches the maximum temperature of approximately 42˝C, whereas a lower temperature, equal to 34˝C, is reached by the PVT collector, showing the effectiveness of the fluid lowering the PVT module temperature. Figure 10 shows the outlet water flow rate temperature of the PVT collectors entering a tee piece. The outlet water temperature, about 38 °C, is higher than the inlet one (at the bottom of the collector), highlighting the thermal exchange that occurs between the fluid and the plate, reducing the overheating of the PV cells. 
Thermal Analysis
Through the experimental analysis carried out on the investigated set-up, relevant data of the system operation, such as the ambient temperature (Tamb), the PV panel (T PV) and PVT collector (T PVT) temperature, the PVT inlet (Tin, PVT) and outlet (Tout, PVT) water temperature and the total radiation (G), are measured and stored by the data-logger. Figure 11 shows the dynamic trend of all those parameters for the same summer sample day selected for the numerical analysis. Between 12:00 a.m. and 6:00 p.m., the PVT collector temperature is averagely around 33 °C, being lower than the PV panel one, which reaches almost 50 °C during the hottest hours of the day (11 a.m.-4:00 p.m.). It is worth noting that T PV also shows a remarkable temperature fluctuation, also due to a poor response of the panel to the solar radiation fluctuation/reduction (cloudy sky). Nevertheless, the temperature difference, T PV-T PVT, demonstrates the cooling effect provided in the PV cells by the heat transfer fluid flowing through the PVT collectors. For this reason, an increase of the PVT outlet temperature, Tout,PVT, ranging between 35 and 40 °C, vs. the inlet one Tin,PVT, ranging between 31 and 38 °C, is observed. The obtained average thermal efficiency of PVT collectors (not shown for the sake of brevity) is around 15%. Figure 10 shows the outlet water flow rate temperature of the PVT collectors entering a tee piece. The outlet water temperature, about 38˝C, is higher than the inlet one (at the bottom of the collector), highlighting the thermal exchange that occurs between the fluid and the plate, reducing the overheating of the PV cells. Figure 10 shows the outlet water flow rate temperature of the PVT collectors entering a tee piece. The outlet water temperature, about 38 °C, is higher than the inlet one (at the bottom of the collector), highlighting the thermal exchange that occurs between the fluid and the plate, reducing the overheating of the PV cells. 
Through the experimental analysis carried out on the investigated set-up, relevant data of the system operation, such as the ambient temperature (Tamb), the PV panel (T PV) and PVT collector (T PVT) temperature, the PVT inlet (Tin, PVT) and outlet (Tout, PVT) water temperature and the total radiation (G), are measured and stored by the data-logger. Figure 11 shows the dynamic trend of all those parameters for the same summer sample day selected for the numerical analysis. Between 12:00 a.m. and 6:00 p.m., the PVT collector temperature is averagely around 33 °C, being lower than the PV panel one, which reaches almost 50 °C during the hottest hours of the day (11 a.m.-4:00 p.m.). It is worth noting that T PV also shows a remarkable temperature fluctuation, also due to a poor response of the panel to the solar radiation fluctuation/reduction (cloudy sky). Nevertheless, the temperature difference, T PV-T PVT, demonstrates the cooling effect provided in the PV cells by the heat transfer fluid flowing through the PVT collectors. For this reason, an increase of the PVT outlet temperature, Tout,PVT, ranging between 35 and 40 °C, vs. the inlet one Tin,PVT, ranging between 31 and 38 °C, is observed. The obtained average thermal efficiency of PVT collectors (not shown for the sake of brevity) is around 15%. 
Through the experimental analysis carried out on the investigated set-up, relevant data of the system operation, such as the ambient temperature (T amb ), the PV panel (T PV) and PVT collector (T PVT) temperature, the PVT inlet (T in , PVT) and outlet (T out , PVT) water temperature and the total radiation (G), are measured and stored by the data-logger. Figure 11 shows the dynamic trend of all those parameters for the same summer sample day selected for the numerical analysis. Between 12:00 a.m. and 6:00 p.m., the PVT collector temperature is averagely around 33˝C, being lower than the PV panel one, which reaches almost 50˝C during the hottest hours of the day (11 a.m.-4:00 p.m.). It is worth noting that T PV also shows a remarkable temperature fluctuation, also due to a poor response of the panel to the solar radiation fluctuation/reduction (cloudy sky). Nevertheless, the temperature difference, T PV-T PVT, demonstrates the cooling effect provided in the PV cells by the heat transfer fluid flowing through the PVT collectors. For this reason, an increase of the PVT outlet temperature, T out ,PVT, ranging between 35 and 40˝C, vs. the inlet one T in ,PVT, ranging between 31 and 38˝C, is observed. The obtained average thermal efficiency of PVT collectors (not shown for the sake of brevity) is around 15%. 
Electrical Analysis
The measured electrical data of PV panels and PVT collectors were obtained by the SolarEdge, a real-time performance monitoring system able to record the electrical parameters (power, voltage, current, energy, etc.), enabling logical and physical PV site visualization with real-time performance data for each individual module and for the whole system. All data were logged, thenreviewed and analyzed at any time from any location thanks to the remote service capabilities. Figure 12a , for a summer operation day, shows the recorded data of a PV panel and of a PVT collector are shown. Here, it is possible to note that the PV panel power (Pel PV) and PVT collector one (Pel PVT) coincide. Some fluctuations of the recorded data are due to the cloudy sky occurring during the data recording. On the right side of Figure 12 the calculated electrical efficiency of both the system are reported together with the incident solar radiation. ηel PV and ηel PVT collector range between 5% to about 45%, and small differences between them are observed. The electrical efficiency dramatically decreases when high solar radiation values overheat the PV cells, resulting in a reduction of the PV efficiency. On the other hand, despite the considerable temperature difference observed between the PV panel and the PVT collector (e.g., Figure 11 ), the PVT efficiency increases only in the case of optimal conditions in terms of solar radiation and collector temperature.
Conclusions
The presented paper focuses on the assessment of the energy and economic performance of an experimental set-up, consisting of a solar system including PV panels and PVT collectors for the 
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The presented paper focuses on the assessment of the energy and economic performance of an experimental set-up, consisting of a solar system including PV panels and PVT collectors for the Energies 2016, 9, 497 15 of 17 production of electricity and domestic hot water. The design and the installation of the set-up and the dynamic simulation model are analyzed, described and discussed. The set-up is installed at AV Project Ltd., located in Avellino (Italy). The plant is monitored by suitable sensors such as flowmeter, pyranometer, thermoresistances and thermocouples, power optimizer and controlled by a real time monitoring system. A simulation model of the plant was developed in TRNSYS environment with the aim to assess the energy and economic performance of the reference PVT technology (i.e., glazed collectors), also compared with the tested PV technology. The obtained numerical results show that:
‚ the electrical energy produced by the PV panels (1778 kWh/year) is higher than the PVT one (1156 kWh/year). Obviously, PVT collectors also produce a significant amount of thermal energy (1433 kWh/year); ‚ a PV electrical efficiency equal to 17.9% is obtained, whereas PVT collectors show a global efficiency of 26%, sum of the electrical efficiency of 11.6% and the thermal one of 14.4%; ‚ during summer operation, PVT outlet temperatures often reach 40˝C, whereas during winter, PVT collectors are mainly used to preheat the water, heated up to the DHW set point temperature by the auxiliary electric resistance;
‚ the economic profitability of the both investigated systems (PV and PVT systems) in the case of capital cost contribution (50% of total capital cost), is positive. A SPB of about 4 years is obtained.
Similarly, the obtained experimental results show that:
‚ a considerable temperature difference, about 10˝C, is observed between PV panels and PVT collectors; ‚ the average electrical efficiencies of PV and PVT collectors are almost coincident and range around 15%; ‚ the average thermal efficiency of PVT collectors is around 13%, significantly lower than the efficiency obtained by solar collector at the same operating conditions.
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